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ZAKLADNE UDAJE:
DRUH ROZVODNEJ SIETk3 faz, str. 50Hz, 22000V, IT
NNS faz, str. 50Hz, 230/400V, TN-C

OCHRANA PRED URAZOM ELEKTRICKYM PRUDOM:
VN: v normélinej prevéadzke - umiestnenim mimo dosahu, zabranou
pri poruche - zemnenim

NN: v normainej prevadzke - izolaciou Zivych &asti, zabranou, krytmi
pri poruche - samoginnym odpojenim od zdroja

TRIEDA ZEMINY: Il
NAMRAZOVA OBLASIEhka
UZEMNENIE:  STN 33 2000-5-54

OCHRANNE PASMQrzdusné izolované vedenie 22kV -2 m
vzdusné vedenie 22kV - 10 m
kablové vedenie 22kV - 1 m
vzdusné vedenie 1kV - nemé
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ORJEDNGVA

e/

PRODOM-STAV SPOL. S R. 0, LiSCIE NIVY 9, 821 08 BRATISLAVA

PRACOVAT

=/

ING, ARCH, PETER MATUSICA, KRZNA 17, 811 07 BRATISLAVA

VIKTERIA KUSA, ENERMONT,s.r.0, HRANICNA 14, 827 14 BRATISLAVA
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